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PROPOSED CODE CHANGE (Check One)

|Z| Change to read as follows |:|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution
The line, labeled "Branch circuits", of the column, labeled "USE", delete "--" and insert "A".

Change Note (b) to the table as follows:
b. The grounded conductor shall be insulated e

2 - Type USE cable
shall not be used inside buildings unless it has an acceotable dual markmq such as XHHW W|th USE

REASON AND FISCAL IMPACT

There is no reason to prohibit USE from being used for branch circuits where the USE is from outside panelboards to outside
equipment.

With new construction, the grounded conductor is not permitted to be bare, even to another structure. Also, USE cable with just
USE marked on the outside is often taken into a building but it has not passed the vertical flame test. The cable type must be a
recognized type such as RHW to go inside a building.
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